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LSD 36 WELL DECK FIRE PROTECTION

INTRODUCTION

The Naval Research Laboratory was tasked by the Naval Sea
Systems Command to evaluate proposed concepts for a fire
protection system for the well deck area on the LSD 36 Class
ships.

The well deck area, which is located in :the aft part of the
ship (see Fig. 1), is used for storage and staging of landing
cratt (LCMs), vehicles and Class A materials. The area is over
130 m (400 ft) long and approximately 16 m (50 ft) wide. The
worst case fire thrcat for the well deck area involves the crash
of a helicopter on the flight deck above spilling up to 2200
gallons of JP-5 tuel onto the LCMs below, which are loaded with
personnel, vehicles and supplies.

Normally, an Aqueous Film Forming Foam (AFFF) sprinkler
system would be recommended for this application, but the
construction of the well deck precludes the use of sprinklers.
Approximately one-third of the well deck has no permanent
overhead so coconventional overhead piping and sprinkler heads
cannot be insta.led. Therefore, the piping for the proposed fire
protection system must be mounted on wingwalls. With ¢this
limitation, two concepts were proposed: one involved the use of
long reach nozzles mounted directly to the piping on the wingwall
and the other used oscillating nozzles mounted in such a way as
to provide complete foam coverage for this well deck area.

A further 1limitation on the proposed system was the
availability of AFFF in this part of the ship. The existing
shipboard AFFF system has a maximum capacity of 11 m” (2900 gpm)
which could be used for this system. Given the total area of the
well deck and likely system zoning arrangements, this converts to
a maximgm allowable application rate of AFFF of no more than 6.5
1/min/m”~ (0.16 gpm/ft") for the well deck system.

OBJECTIVE

The objective of this program was to develop a fixed AFFF
fire extinguishing system for the LSD 36 class ships which will
provide maximum protection for the well deck area, and limit the
damage to the 1landing craft in the well deck (and their
contents), within the allowable AFFF application rate.

Manncnpt approved March 701991




Fig. 1 - USS ANCHORAGE LSD 36
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APPROACH

To test the proposed concepts, a mock-up of the well deck
area was constructed on the minideck at the Naval Weapons Center,
China Lake, CA. The minideck, which is shown in Fig. 2, consists
of 37.8 m x 21.7 m (124 ft x 71 ft) concrete pad to simulate an
aircraft carrier flight deck. A C-97 aircraft is located on the
east end of the minideck to provide typical flight deck wind
conditions. The mock-up, which was placed on the west end of the
minideck, was constructed of sea containers, 2.4 m (8 ft) wide x
2.4 m (8 ft) high and 6.1 and 12.2 m (20 and 40 ft) long. The
sea containers were stacked and arranged to simulate the well
deck area of LSD 36 (Fig. 3). In addition, operational
constraints required that piping be located as far up on the
bulkhead as possible, approximately 6.1 m (20 ft) above the deck.
Therefore, the initial system recommended, and the primary system
utilized in this fire test program, was essentially a sidewall
sprinkler system. Although conventional sidewall heads were not
used, long reach nozzles, similar to those designated as deck
edge nozzles on carrier flight decks, were utilized in the
configuration proven most effective by these fire tests.

The basic system design envisioned in the SHIPALT planning,
and the one tested in this T&E program, involved use of supply
piping below the catwalks (and open deck areas) located along the
sides of the well deck area. This would place the piping
approximately 6.1 m (20 ft) above the deck. As stated, the
design was based on the use of nozzles attached directly to the
supply piping rather than nozzles (or sprinkler heads) attached
to piping over the well deck area. The piping arrangement
installed in the test mock-up allowed a nozzle spacing of 2.3 m
(7.5 ft) for the first test series and a spacing of either 4.6 or
6.1 m (15 or 20 ft) for the second series. The piping layout is
shown in Fig. 3 (for the first series only) and in Fig. 4 (for
the second series).

Spray nozzles tested were the Bete NF30030 and NF30080X for
the first test series and the Bete NF40000 and NF40030 for the
second series. The spray nozzles were tested at different
spacings (and thus flow rates) and angles, since identification
of a fixed nozzle configuration would present a best case for
ease of installation and maintenance. Two system heights were
evaluated; 3 and 6.1 m (10 and 20 ft) above the deck, to
represent a fully flooded and empty well deck, respectively. The
nozzle configuration tested in the first series featured eight
nozzles spaced 2.3 m (7.5 ft) apart along each supply pipe. This
limited the flow rate per nozzle to 114 1l/min
(30 gpm) (ip order to limit the average application rate to
6.1 1/min/m") (0.16 gpm/ft")). The nozzles, Bete models NF30030
and NF30080X, were alternately placed pointing "downward" (0, 30
or 60 degrees from vertical) and "out" (0, 30, or 45 degrees from
horizontal), respectively.
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The nozzle angle is critical for two reasons. First, the
angle determines how much additional horizontal spread rate is
added to the foam spread rate by the velocity of the stream.
That is, the foam will spread out from the point of discharge as
it flows across the liquid surface, but this rate of spread can
be increased (in one directicn) by the horizontal component of
the force (velocity) of the discharge stream. Secondly, when
landing craft are located in the well deck, the nozzle angle will
determine whether the discharge stream, either in whole or in
part, will strike the fuel surface or the interior of the landing
craft. Unfortunately, the potential combination of number,
types, and positions of the landing craft are almost limitless
and therefore no nozzle angle (or angles) will be ideal in all
circumstances.

Therefore this test series was necessary to determine the
optimum values for flow rate, spacing, and angle for the varicus
nozzle types being considered.

In addition, vari-nozzles, the same type as are currently
used for shipboard fire fighting, and oscillating monitors were
also evaluated. The vari-nozzles were installed on the piping as
follows:

1. 3.8 cm (1% in.) vari-nozzle, 6.1 m (20 ft) above the
deck, at 6.1 m (20 ft) spacing and using a 30° fog
pattern;

2. 6.4 cm (2% in.) vari-nozzle, 3.1 or 6.1 m (10 or

20 ft) above the deck, at 18.3 m (60 ft) spacing and
using a 60° fog pattern.

The oscillating monitors were mounted on top of the wing
walls either at opposite ends or at the same end of the well
deck.

The tests were conducted in two phases. 1In the first phase,
nozzle type and orientation were evaluated and, in the second
phase, simulated landing craft were placed in the well deck to
provide a more stringent test of the system selected in Phase I.

Fire Bcenario

The fire scenario for the firstztest serig; was a simple
(open) pool fire throughout the 279 m" (3,000 ft") area bounded
by the sea containers and two earth berms. The test plan called
for the use of approximately 3036 1 (800 gal) of JP-5 fuel
"sweetened" with 76 1 (20 gal) of motor gasoline. This was
intended to simulate a helicopter c¢rash on the overhead
helicopter deck with a loss of the fuel inventory into the well
deck. The prevailing wind generally came straight down the
centerline of the mock-up deck. The test plan originally
precluded testing when the wind velocity exceeded 5 Knots,




however tests were conducted with a greater ambient wind speed
due to time constraints on the completion of the tests.
Thermocouple trees and radiometers were placed in the catwalk as
shown in Fig. 3 to indicate the time when the temperature and
heat flux were sufficiently low for fire teams to enter the
catwalk and commence manual fire fighting, if necessary.

Test Plan

The test layout described above specified a nozzle spacinq
of 2.3 m (7.5 ft). Given the maximum density of 6.1 1l/min/m
(0.16 gpm/ft") specified in the SHIPALT, this translates to a
flow of 114 1/min (30 gpm) per nozzle. With the deck edge
nozzles being considered, the Bete NF30030 and NF30080X, this
translated to a nozzle pressure of 280 kPa (40 psi). Therefore,
preliminary tests were conducted using water only to determine
the initial nozzle angles, and the pump settings (RPM and pump
outlet pressure) necessary to provide the required flow.

The test plan was based on alternating the angle of the
nozzles. Half the nozzles were pointed "down'", i.e., discharging
closer to the bulkhead, while the other half pointed "out", i.e.,
discharging more towards the center of the well deck. In
addition to alternating along one bulkhead, the nozzles opposing
each other were of the opposite configuration, i.e., a "downward"
nozzle was opposed by an "outward" nozzle.

Based on water only tests, an initial set of nozzle angles
was to be selected. If this test proved marginal or
unsuccessfu}, the application rate would be increased from 6.1 to
7.6 1/min/m” (0.16 to 0.20 gpm/ft"). After these tests the noz:ile
angles would be modified and run again. It was unknown whether
it would be more effective to: concentrate the AFFF flow near
the base of the bulkheads and allow the spreading AFFF film to
extinguish the fire; apply the foam to the center area and allow
the AFFF film to spread out from there; or, some combination of
the two approaches.

Results
Phase I Tests

A summary of the initial Phase I test data is presented in
Table 1. The data show that the fixed nozzle system
configuration was incapable of controlling the fire (control is
definedzas 90% extiqguishment) at an application rate of 6.1
1/min/m® (0.16 ¢pm/ft°), regardless of the angle of the nozzles
(Tests 1, 4 and 10). Figure 5, taken during Test 1, shows the
inability of this application rate to achieve control/
extingu}shment. Inc;easing the application rate 25% (to 7.6
1/min/m" (0.20 gpm/ft")) resulted in control of the fire (Tests
2 and 3). Control was achieved at the higher application rate




Fig. 5 - Fixed nozzle system at application rate of
6.1 1/min/m (0.16 gpm/ft2) unable to
achieve control/extinguishment

Fig. 6 - Performance of the oscillating monitors
(photo taken during Test 9)
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even with less than optimum nozzle angles. Comparing Test 3 with
Test 2 the optimum nozzle angles identified in this test series
were one set of downward nozzles 5° from vertical, the other
(outward) set 30° from horizontal.

The data also show that the oscillating monitor nozzle
concept was very effective, providing control in as little as 10
s and extinguishment in 15 s when both monitors were located at
the front end of the simulated well deck (Test 9), as shown in
Fig. 6. However, this solution was considered far from ideal
considering the severe maintenance problems which would be
introduced if monitor nozzles were installed in the well deck.

The initial Phase I tests demonstrated that a flow rate of
114 1/min (30 gal/min) psr applicat}on point is not sufficient to
control this large 279 m" (3,000 ft°) fire. The flow rate had to
be increased to 143 1/min (37 gal/min) per application point to
control this fire.

PHASE I - POOL FIRE TESTS
Test Layout

The test setup was modified for the Phase I testing as shown
in Fig. 4. The test area was lengthened to eliminate, or at
least limit, wind effects noted during the initial fire tests.
Side feed piping was again used with outlets provided to allow
for either a 4.6 or 6.1 m (15 or 20 ft) spacing of nozzles. The
longer spacing (compared to 2.3 m (7.5 ft) in the initial tests)
was necessary to increase the total flqQw from each application
point while paintaining the 6.1 1/min/m
(0.16 gpm/ft") application rate.

Tests were conducted with fixed spray nozzles (Bete models
40000 and 40030 which have a larger orifice than the Bete nozzles
utilized in the initial tests) and with 304 and 949 1/min (80 and
250 gpm) vari-nozzles. The spray nozzles were utilized in pairs,
with one nozzle pointing "down" (0-30 degrees from vertical) and
one pointing "out" (30-60 degrees from vertical), shown in Fig.
7. A typical nozzle pair is shown in Fig. 8. Two nozzle pair
spacings were utilized: 4.6 m (15 ft) and 6.1 m (20 ft) as shown
in Figs. 9 and 10, respectively. This allowed a total flow rate
from each pair of 228 and 304 1l/min (60 and 80 gpm),
respectively. Since the flow characteristics of the spray
nozzles were identical, the flow from each individual nozzle was
either 114 or 152 1/min (30 or 40 gpm). The nozzle pointing down
was a 30° fan nozzle and the nozzle pointing out was a straight




Fig. 7 - Nozzle pair used in Phase II Tests
(Bete models 40000 and 40030)

Fig. 8 - Typical nozzle pair
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stream, although in practice they appeared identical. The 304
1/min (80 gpm) vari-nozzles were spaced 6.1 m (20 ft) apart, as
shown in Fig. 10, and vere set at an approximate 30° fog pattern.
The 250 gpm vari-nozzles were placed 18.3 m (60 ft) apart (with
two on one side of the test area and one on the )ther), as shown
in Fig. 11, and were set at a fog pattern cf approximately 45°.
Tests were conducted with both the 3 m (10 ft) and 6.1 m (20 ft)
systems shown in Fig. 4, with the 3 m (10 ft) system simulating
a firve in a fully flooded well deck.

Based on the results of this initial test series the
following conclusions were drawn and questions raised:

- A flow rate of 114 1/min (30 gal/min) per applicaticn
point was not sgfficient to gain a foothold against

this large 279 m" (3000 ftz) fire.

- A flow rate of 143 1/min (37.5 gal/min) per application
point was sufficient. What is the minimum flow rate
necessary to allow control and/or extinguishmeacl?

- Nozzle angles definitely have a significant impact on
system performance. What is the optimum set of angles?

- Could flows at each application point be split between
the "down" and "“outward" angles, once they were
identified?

- What effects would be introduced by the presence of

landing craft in the fire area?

A summary of the pool fire test data is presented in Table
2. The data in Table 2 show that the pool fire was controlled
(90% extinguished in as little as 30 s, regardless of the system
used. Radiant heat levels were also reduced to tolerable levels
in approximately 30 s, meaning manual fire fighting teams could
begin application of hose streams in that time frame to speed
extinguishment. Complete extinguishment was achieved in 45 s.

PHASE II - LANDING CRAFT TESTS

The layout of the landing craft mock-ups is shown in Fig.
12. It was anticipated that the presence of the landing craft in
the well deck would add sufficient complexity to the fire
scenario that complete extinguishment could not be accomplished
by the installed nozzles. Instead, crewmen with hand lines would
be required to extinguish the residual fires in and around the
landing craft.

15




+

1.5 m
(5 ft

s s T

€

A i 46 m
(15 ft)

¢ ¢ l

° la EARTH BERM °

N P er s m e et e e e r e e e e e e e e — s o N

T T

A A

! ! 46 m

N N (15 1)

£ 3
15 m
(5,.1)
3.0

s s (10 1)

£ FIRE AREA Al €

A A
3.0m

¢ ¢ (10 tt)

) 0

N N

T T 1.5 m

A A (5,1t)

| |

N N

3 E

R R 4.6
(15 ft)

A
2. m 152 m _142.1 m
l'*(7 ) ' (50 ft) NG ft)’i

Fig. 11- 949 Ipm (250 gpm) vari-nozzle locations

16




o8
(¢34

5T
.but3ybryeatd
Tenuen
30 uoT3eT3TUI
103 BswTy

- 06 09 o€
- -- 09 ov
09 - 0¢€ st
S9 - o¢ 6T
-- 09 ot 0¢
St - o¢ ST
134 -- oc (3
06 0s oc ST
-~ 1 o€ ST
06 -- ot ST
02T - 09 ot
SL Sy oz 0T
- 0% o€ o¢
$00T %66 %06 %05
(s) soauyl
Juauystnburixy

‘eaae YTem3aed woajy burzybry
917] Tenuew Jo uot3jerlTur jtwrad o3 Ams\zxoﬂvv ybnous MoOT 12427 XNTd -~ *d°d Tenuey ,

muw\an 971°'0 - S@ased [1e ul TeaTjuapy
ST @3ex uotjeoyrdde ‘@Tzzou zad (wdbh) MOT[J TePUTWOU ST @jzel MOTJ - 930y MOTd +

(TeoT13a9A woaj paanseaw saybue a(zzou) aJzzZou weaxls 3jybieals ioj s3
puooas ‘alzzou uej 103 s @rbue/adA3 87z20u 35a73 ‘a72z0U-TaeA ST °*N°'A - 91buy pue adAyl a12z0N »

o1 062 09 bo3y .g¥
(k4 062 09 bojy .g¢
01 0§52 09 boy .s¢
01 0sze 09 boz ,g¥
o1 o€ ST .Sv 8 .ST
ot oY oz 6% 9 ,sT
01 08 02 bo3 ,0¢
01 o8 0z bo3z .ot
0z o€ ST .G 3 .61
0z ot ST .5% % .0¢
0z ov 02 .6% % .61
oz oY 0z .0 % .0
(k4 08 0z bo3 .o¢
(0}4 o8 0z bo3z .o¢
337 Twdsy T a3y ¥o(buy

Iyb1ay ajey butoeds

hoTd

‘N'A T/1-2 L X4
*N'A 2/1-2 £2
‘N'A T/T-2 ze
‘N'A 2/1-2 12
0000%30€00Y 02
0000v%0€00" 61
*N'A 2/1-1 81
*N'A Z2/1=-1 A
0000¥%0€00¢Y 91
0000%%0£00Y ST
0000¥%0€00Y vl
0000v30£00Y ¢
N'A T/1-1 21
‘N'A 2/1-~1 11

¥9dAT  TON 3531

SLSAL FYId To0od 40 AUVHWHNS
(L86T HOYVW) 9¢ a4sT

¢ JI9VL

©ied o1Z20N

17




10.2 ¢cm
(4 in)
feed
mains

-
\/\fwm/\/vv\/\fvvu
Alterncte berm 6.1 m (5,ft)
locations (20 ft)
S S
VaVaVaVaVaVaVaVaVaWas
f TaVaVaViVa\ aVa\loVaVaV,: WaV aWaraWaway: i 46 m
(15 ft)
c c |
(o] [0}
N N
T T
A A
! | 46 m
N 122 m 122 m N (15 ft)
£ (40 ft) FIRE AREA (40 ft) 3
R R
1.5 m
(I (5,ft)
S E—
3J.0m
S ‘ s (10 ft)
£ L 6.1 m E
A (20 ft) 21 m A
'77 ftT{ 3.0m
c ¢ (10 ft)
0 0
N VaVaVaVaVaVaVaVaValas BT
T T 1.5 m
A A (5,ft)
| Alternate berm locations !
N N
3 VaUaVaVaVaVaVaVa Vet SN
I Y Y Y AV VA e AV AW AV VeV eV eV aVaVaVaVa Ve VaVAUS By 46 m
(15 11)
2.1 m 152 m 121 m
"(7 fry ' (50 ft) 7 ft)’{

Fig. 12 - Mockup landing craft locations

18




The data for the fires featuring the simulated landing craft
are presented in Table 3. Due to the difficulties experienced in
obtaining consistent visual observations of extinguishment
efficiency during these tests, radiometer readings (confirmed by
adjacent thermocouple readings) were used to define at what point
the radiant heat 1levels were sufficiently reduced to allow
crewmen to gain access to the catwalk. (Once crewmen could reach
the catwalk, they would be able to direct AFFF hose lines into
the well deck and complete extinguishment of the fire.) The data
show that the 304 1l/min (80 gpm) vari-nozzle was no more
effective than the 304 1/min (80 gpm) per pair (6.1 m (20 ft
spacing)) fixed nozzles (compare Tests 11 and 12 with 13 and 14).
Furthermore, the 949 1/min (250 gpm) vari-nozzle was shown to be
less, and sometimes totally, ineffective (Tests 21, 24 and 28).
In view of this inability to provide better performance in the
presence of the landing craft mock-ups, the vari-nozzles were
dropped from consideration since they would be much harder to
install and maintain than the spray nozzles. The data also show
that the 4.6 m (15 ft) fixed nozzle spacing (with a flow of 228
l1/min (60 gpm) per nozzle pair) was not as effective as the 6.1
m (20 ft) spacing (with a flow of 304 1l/min (80 gpm) per pair),
therefore, the 6.1 m (20 ft) spacing was considered optimum.
Since, as stated before, the fixed nozzles would be easier to
install and maintain these were considered the optimum choice for
the well deck extinguishing system.

ANALYSIS8 -~ OPT. - IZATION OF THE NOZZLE ANGLES
Landing Craft Internal Fires

As shown in a comparison of Tests 13, 14 and 15, or Tests 27
and 33, the performance of the paired ifixed nozzles could be
substantially affected by the nozzle angles used. However, a
simple analysis of the potential loading geometries of the well
deck shows that no one set of nozzle angles will provide an
optimum solution for all loading scenarios. In addition, the
tests show that no nozzle configuration will completely
extinguish the {ire in the well deck nor, in all likelihood, in
the landing craft. The ob)ective of the fixed system, therefore,
should be a rapid knockdown of the flame volume so that the
radiant heat levels will be reduced to the point where hose teams
will be able to operate from the catwalks or deck areas. Once
these hose teams are able to operate, they should be able to
completely extinguish residual fires in the well deck and landing
craft in less than a minute.

Fire Along the Well Deck Bulkhead

The tests showed that a potential obstacle to the use of the
catwalks or adjacent deck areas by fire team is the fire between
the outermost landing craft and the bulkheads. The plume from
this fire travels right up the bulkheads and directly impinges on
the catwalk or open deck area. A nozzle angle of 30 degrees
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(from vertical) 1is far too likely to be directed into the
outermost landing craft in most loading configurations and was
therefore abandoned. A nozzle angle of 0 degrees (straight down)
provided less than optimum extinguishment of the pool fires,
probably because the foam stream has no velocity component
assisting in spread across the deck (away from the bulkheads).
A compromise angle of 15 degrees provided this velocity component
and still applied foam within a few feet of the bulkhead, thus
generally ensuring foam application into the channel between the
outermost landing craft and the bulkheads.

Fires in the Center of the Well Deck

Another location which has the potential for harboring a
major fire is the center of the well deck. If foam were only
applied to the edges of the well deck the intensity of a center
fire, combined with the channeling effects of any landing craft
(which would physically block foam flow), would severely limit
the spread of foam into the central portion of the well deck.
This is especially important in that, in less than full loading
situations, the landing craft are most likely to be placed near
the bulkheads. The tests showed that the "outward" pointing
nozzle was equally effective in extinguishing pool fires whether
the angle was 30, 45 or 60 degrees (from vertical). The test
fires which included 1landing craft mockups showed 1little
difference in system performance between the 45 or 60 degree
angles used. ~.wever, a 60 degree angle allows for an overlap in
the center of the well deck when operated from the 6.1 m (20 ft)
level (above an empty well deck). The 60 degree angle also
provides a 75% increase in reach (toward the center) when
considering operation from the 3 m (10 ft) level (when the well
deck is fully flooded). Therefore, an angle of 60 degrees (from
vertical) was considered the best choice. Photographic evidence
of the effectiveness of the 15°-60° system is provided in Figs.
13 and 14.

RECOMMENDATIONS

Based on these tests the recommendzs? fixed AFFF svstem for
the LSD 36 class well deck should consist of:

- adequately sized supply piping located along both
bulkheads at approximately the 6.1 m (20 ft) level;

~ suitable mechanical shielding for the piping and
nozzles;

- pairs of deck edge type nozzles [Straight Stream
Nozzles (Bete NF40000) and Fan Nozzles (Bete NF40030) ]
which will flow 152 1/min (40 gpm) at a nozzle pressure
of 280 kPa (40 psi):




Fig.13 - Results of 15°-60° rozzle system showing
fire control at approximately 60 s (Test 33)

Fig. 4 - Results of 15°-60° nozzle system showing 99%
extinguishment at approximately 90 s (Test 33)




- nozzle pairs spaced 6.1 (20 ft) apart along the supply
pipe; and

- nozzle angles permanently fixed (e.g. by welding) at 15
degrees from vertical for the fan nozzle and 60 degrees
from vertical for the straight stream nozzle.
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